Data Shamal Building: Floor: 13 Date 07/16/04
Collected Taylor Sampled:
By:
PERIOD 1 PERIOD
I
Sample Site Room Room Room Room Room Room Room Room Room Room Room Room Room Room Room Room
13401 13448 13319 13142 13871 13836 13705 13734 13401 13448 13319 13142 13871 13836 13705 13734
Time 09:43 09:46 09:51 09:54 09:58 10:00 10:03 10:06 01:26 01:30 01:33 01:36 01:39 01:43 01:46 01:49
73.0( 743 73.0 74.3 74.7 | 74.5 | 74.8 73.4 72.9 74.5 73.0 73.2 73.8 73.0 73.8 73.8
Relative 452 452 46.1 46.8 455 45.4 433 43.7 45.8 45.0 45.0 46.1 45.7 44.7 43.7 433
Humidity
Carbon 632 660 | 682 624 702 722 636 633 732 756 728 705 715 713 727 718
Dioxide
Carbon 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0
Monoxide
Air Sample # | MEA-3-13-] MEA-3-| MEA-3- [ MEA-3-
01 13-02 13-03 | 13-04
Results in 59 24 118 12
CFU/m3
Notes
Data Shamal Building: Floor: 12 Date 07/16/04
Collected Taylro Sampled:
By:
PERIOD 1
Sample Site Room Room Room Room Room Room Room Room Room Room Room Room Room Room Room Room
12540 12358 12306 12246 12110 12103 12867 12858 12540 12538 12306 12426 12110 12103 12867 12858
Time 10:15 10:18 10:25 10:29 10:32 10:37 10:40 10:46 01:53 01:56 01:59 02:02 02:05 02:08 02:11 02:15
Temperature | 73.4| 73.6 | 73.0 | 7340| 72.5 | 74.1 | 73.9 | 73.9 | 73.2 | 73.4| 73.0 | 73.0 | 72.5 | 72.9 | 73.4 | 73.2 |
Relative 453 47.1 46.0 46.6 47.6 46.5 44.9 43.6 454 47.0 46.8 47.1 47.0 47.3 46.3 45.0
Humidity
Carbon 627 625 612 659 644 732 607 644 656 647 646 668 648 684 647 659
Dioxide
Carbon 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0. 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0
Monoxide
Air Sample # | MEA-3-12- MEA-3-| MEA-3- | MEA-3-
01 12-02 12-03 | 12-04
Results in 59 12 12 12
CFU/m3

Notes
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